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NOTES

1. EACH UNT SHALL BE DESIGNED BY A REGISTERED CIVIL ENGINEER <+ APPROVED BY THE
CITY ENGINEER.

2. COVERS SHALL BE STEEL ¢ GAS TIGHT. PROVIDE AMPLE ACCESS FOR MAINTENANCE.

5. RENFORCEMENT SHALL BE ADFQUATE FOR TRAFFIC CONDITIONS IN AREA WHERE TRAP
S LOCATED.

4. ALL KITCHEN FIXTURES TO BE PLUMBED TO FLOW THROUGH TRAP.

5 CONCRETE SHALL BE 3.000 P.5| MNMUM AT 28 DAYS

G. ALL WASTE SHALL ENTER TRAP THROUGH INLET PIPE ONLY.

7. RESTROOM WASTE SHALL NOT FLOW THROUGH TRAP.

& EFFLUENT PIPE SHALL EXIT TANK G FROM BOTTOM.
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